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01. FLAMMABILITY { NFPA 701 : 2019, METHOD 1)
#1 |

. WEIGHT(g) WEIGHT AFTER FLAME _
SAMPLE NC. ORIGINAL AFTER TEST LOSS(%) TIME(s) DRIP BURN(s)

1 17.5 13.6 232 0 0

2 175 127 27E i} 0

3 17.7 12.9 271 [i] 0

4 17.7 13.9 216 0 0

g 176 131 2568 [i] 0

B 17.4 12.2 299 [} 0

7 175 13.3 240 0 0

] 176 13.5 233 0 0

] 175 13.7 M7 [i] 0

10 17.6 13.0 26.1 i} 0

AVG. 176 13.2 25.0 i} 0
CONCLUSION BASED UPON THE RESULTS, THE SUBMITIED SAMPLE MEE TS PERFORMANCE
REQUIREMENTS AS STATED IN NFPA 704 TEST METHOD 1(2019).

NOTE) . REQUIREMENT

NC INDIVIDUAL SPECIMEN'S WEIGHT LOSS
EXCEED THE MEAN VALUE PLUS 3 STANDARD.
STANDARD DEVIATION = 2.70

THE MEAM VALUE PLUS 3 STAMDARD = 33.1

« TESTS WERE CONDUCTED MLy INTHE ORIGINAL STATE BY THE CLIENT'S REQUEST.

DRIF BURN(s) WEIGHT LOS5(%)

ANG.: LESS THAN 2 AVG. 0 LESS THAN 40

** End of The Report **
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